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NOTES:

1. DISTANCE IS MEASURED FROM THE PROPERTY LINE TO THE FRONT OF THE

DWELLING ALONG THE CENTERLINE OF THE SERVICE LINE.

2. SERVICE MUST ENTER BUILDING AT THE POINT CLOSEST TO THE WATER MAIN.

IF THE METER IS LOCATED AT THE REAR OF THE BUILDING, THE SERVICE WILL

BE TREATED AS IF THE RUN IS LONGER THAN 70'.

3. A METER PIT IS REQUIRED FOR RUNS LONGER THAN 70'.

4. A HOT BOX IS REQUIRED FOR RUNS LONGER THAN 70' IF SERVICE IS LARGER

THAN 1" IN DIAMETER.
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